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(1) Have a detonation arrester lo-
cated not more than 6 meters (19.7 ft.)
from the facility vapor connection; or

(2) Have an inerting system that
meets the requirements of § 154.824 of
this subpart.

(c) A vapor control system with a
single facility vapor connection that
receives vapor from a vessel with cargo
tanks that are not inerted and proc-
esses vapor with a vapor recovery unit
must:

(1) Have a detonation arrester lo-
cated not more than 6 meters (19.7 ft.)
from the facility vapor connection; or

(2) Have an inerting, enriching, or di-
luting system that meets the require-
ments of § 154.824 of this subpart.

(d) A vapor control system with a
single facility vapor connection that
receives vapor from a vessel with cargo
tanks that are not inerted and proc-
esses the vapor with a vapor destruc-
tion unit must:

(1) Have a detonation arrester lo-
cated not more than 6 meters (19.7 ft.)
from the facility vapor connection; and

(2) Have an inerting, enriching, or di-
luting system that meets the require-
ments of § 154.824 of this subpart.

(e) A vapor control system with mul-
tiple facility vapor connections that
processes vapor with a vapor recovery
unit must have a detonation arrester
located not more than 6 meters (19.7
ft.) from each facility vapor connec-
tion.

(f) A vapor control system with mul-
tiple facility vapor connections that
processes vapor with a vapor destruc-
tion unit must:

(1) Have a detonation arrester lo-
cated not more than 6 meters (19.7 ft.)
from each facility vapor connection;
and

(2) Have an inerting, enriching, or di-
luting system that meets the require-
ments of § 154.824 of this subpart.

(g) A vapor control system that uses
a vapor balancing system in which
cargo vapor from a vessel is transferred
through the facility vapor collection
system to facility storage tanks must:

(1) Have a detonation arrester lo-
cated not more than 6 meters (19.7 ft.)
from each facility vapor connection;

(2) Have a detonation arrester lo-
cated within the storage tank contain-
ment area as close as practical to the

vapor return connection of each facil-
ity storage tank; and

(3) Have facility storage tank high
level alarm systems and facility stor-
age tank overfill control systems ar-
ranged to prevent cargo from entering
the vapor return line.

(h) Except for a discharge vent from
a vapor destruction unit, each outlet of
a vapor control system that vents to
atmosphere and is not isolated with a
pressure-vacuum relief valve must
have a flame arrester located at the
outlet.

§ 154.822 Detonation arresters, flame
arresters, and flame screens.

(a) Each detonation arrester required
by this part must:

(1) Be capable of arresting a detona-
tion from either side of the device; and

(2) Be acceptable to the Commandant
(G–MSO). A detonation arrester de-
signed, built, and tested in accordance
with appendix A of this part will be ac-
ceptable to the Commandant (G–MSO).

(b) Each flame arrester required by
this part must be acceptable to the
Commandant (G–MSO). A flame ar-
rester designed, built, and tested in ac-
cordance with appendix B of this part
will be acceptable to the Commandant
(G–MSO).

(c) Each flame screen required by
this part must be either a single screen
of corrosion resistant wire of at least
30 by 30 mesh, or two screens, both of
corrosion resistant wire, of at least 20
by 20 mesh, spaced not less than 12.7
millimeters (11⁄2 in.) or more than 38.1
millimeters (11⁄2 in.) apart.

[CGD 88–102, 55 FR 25429, June 21, 1990; 55 FR
39270, Sept. 26, 1990, as amended by CGD 96–
026, 61 FR 33666, June 28, 1996]

§ 154.824 Inerting, enriching, and di-
luting systems.

(a) A vapor control system which
uses inerting, enriching, or diluting gas
must be capable of inerting, enriching,
or diluting the vapor collection line
prior to receiving cargo vapor.

(b) Except as permitted by § 154.820(a)
of this subpart, a vapor control system
which uses an inerting, enriching, or
diluting system must be equipped with
a gas injection and mixing arrange-
ment located as close as practical but
not more than 10 meters (32.8 ft.) from
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